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AT RATED WALLS

AT NON-RATED WALLS

FIRE RATED CABINET
OR FIRE HOSE AND
VALVE CABINET -
REFER TO GI-0409 FOR
TYPICAL MOUNTING
ELEVATION

GYPSUM BOARD OVER
METAL STUD FRAMING
WITH BATT INSULATION
REFER TO PLANS FOR
PARTITION TYPES
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REFER TO MANUFACTURER'S SPECS
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SEMI-RECESSED FIRE
EXTINGUISHER
CABINET OR HOSE,
SEE GI-0409 FOR
TYPICAL MOUNTING
ELEVATION

WRAP OPENING WITH
2 LAYERS 5/8"
GYPSUM BOARD

REFER TO MANUFACTURER'S SPECS

4"
 M

AX
.

1/8" ALUMINUM COVER
CAP/PANEL, ATTACH WITH
CONCEALED Z-CLIPS -
COLOR TO MATCH MULLION

PREFORMED EXTERIOR
EXPANSION JOINT SEALANT
SYSTEM

1/8" ALUMINUM COVER
CAP/PANEL, ATTACH WITH
CONCEALED Z-CLIPS -
COLOR TO MATCH MULLION

AL
IG

N

SILL - PROVIDE TURNED
EDGE TO MATCH SILL
FACE

SILL - PROVIDE
TURNED EDGE TO
MATCH SILL FACE

PROVIDE WIDE MULLION -
REFER TO CURTAINWALL
ELEVATIONS

GLAZING - REFER TO
EXTERIOR ELEVATIONS

3/4" 4 3/4"

4"

1"

SACRAFICIAL

SACRAFICIAL

. .

. .

PROVIDE SLIP
CONNECTION TO ALLOW
LATERAL MOVEMENT

.R

VARIES
1' - 2 1/8" AT 3RD LVL
1' - 0 1/8" AT 2ND LVL

EQ 1 1/2" EQ
MAXIMUM INWARD
MOVEMENT

11 5/8" (VIF)

RECESSED FLOOR
TO FLOOR
EXPANSION JOINT -
PROVIDE A RATED
ASSEMBLY TO
MATCH THE FLOOR
RATING

FLOOR RECESS

2"

RATED FIRE BARRIER

2"1 7/8"
VERIFY DIMENSIONS
WITH MANUFACTURER1/2". 1/2".

SLAB ON GRADE

5/8" GYPSUM BOARD

METAL STUDS AS SCHEDULED
BELOW AT 16" ON CENTER
(SPACING OF STUDS IS TYPICAL
UNLESS NOTED OTHERWISE ON
PLANS)

CONCRETE CURB

FLOOR FINISH AS SCHEDULED

4"

SLAB ON GRADE

2 LAYERS 5/8" GYPSUM BOARD

METAL STUDS AS SCHEDULED
BELOW AT 16" ON CENTER
(SPACING OF STUDS IS TYPICAL
UNLESS NOTED OTHERWISE ON
PLANS)

CONCRETE CURB

FLOOR FINISH AS SCHEDULED

4"
AL

IG
N

3D GRAPHIC SIGNAGE

SIGNAGE ATTACHMENT BY
SIGNAGE MANUFACTURER - ALL
WELDS TO BE GROUND SMOOTH
AND PAINTED TO MATCH METAL
WALL PANELS

POLYMER BASED SOLID
PHENOLIC EXTERIOR WALL
PANEL WITH ALUMINUM
SUBFRAME SYSTEM OVER
SHEET WATER/AIR BARRIER

PEEL AND STICK W.P.
MEMBRANE

SIGNAGE ATTACHMENT BY
SIGNAGE MANUFACTURER

1 1/2" 1 1/2"

2 
1/

4"

9 
1/

2"

(1) CONTINUOUS  3"x 3"
GALV. STEEL TUBE

SLOPE INSULATION TO DRAINS, 1/4"
PER FOOT MINIMUM

BUILT-UP ROOFING SYSTEM OVER
RIGID INSULATION OVER METAL
DECK

GALV. SHEET METAL FLASHING

PHENOLIC WALL PANEL CLIP SET ON
CONT. NEOPRENE GASKET

.
SLOPE 1%

8"

2" 4" 2"

1/8" ALUMINUM COVER
CAP/PANEL, ATTACH WITH
CONCEALED Z-CLIPS -
COLOR TO MATCH MULLION

PREFORMED EXTERIOR
EXPANSION JOINT SEALANT
SYSTEM

1/8" ALUMINUM COVER
CAP/PANEL, ATTACH WITH
CONCEALED Z-CLIPS -
COLOR TO MATCH MULLION

ALIGN

GLAZING - REFER TO
EXTERIOR ELEVATIONS

5/8" TYPE 'X' GYPSUM BOARD
OVER METAL STUD FRAMING

BUILDING INSULATION -
(EFFECTIVE R-VALUE OF 26
OR GREATER)

POLYMER BASED SOLID
PHENOLIC EXTERIOR WALL
PANEL WITH ALUMINUM
SUBFRAME SYSTEM OVER
SHEET WATER/AIR BARRIER

EXTERIOR GYPSUM BOARD
SHEATHING - TYPICAL

SHEET WATER/AIR BARRIER

BACKWRAP WATER/AIR
BARRIER 4" MINIMUM

DOUBLE METAL STUDS -
TACK WELD AT 24" ON
CENTER

COMPATIBLE SEALANT

BUILDING INSULATION -
(EFFECTIVE R-VALUE OF 26
OR GREATER)

1" 4 1/2" 1"

1"

1/8" ALUMINUM COVER
CAP/PANEL, ATTACH WITH
CONCEALED Z-CLIPS -
COLOR TO MATCH MULLION

PREFORMED EXTERIOR
EXPANSION JOINT SEALANT
SYSTEM

1/8" ALUMINUM COVER
CAP/PANEL, ATTACH WITH
CONCEALED Z-CLIPS -
COLOR TO MATCH MULLION

GLAZING - REFER TO
EXTERIOR ELEVATIONS

1 1/2"

5/8" TYPE 'X' GYPSUM BOARD
OVER METAL STUD FRAMING

BUILDING INSULATION -
(EFFECTIVE R-VALUE OF 26
OR GREATER)

POLYMER BASED SOLID
PHENOLIC EXTERIOR WALL
PANEL WITH ALUMINUM
SUBFRAME SYSTEM OVER
SHEET WATER/AIR BARRIER

EXTERIOR GYPSUM BOARD
SHEATHING - TYPICAL

SHEET WATER/AIR BARRIER

BACKWRAP WATER/AIR
BARRIER 4" MINIMUM

DOUBLE METAL STUDS -
TACK WELD AT 24" ON
CENTER

COMPATIBLE SEALANT

COLUMN FURRING WALL
WHERE OCCURS

1-1/2" OUTSIDE DIA. STAINLESS
STEEL HANDRAIL - SATIN FINISH

GYP BOARD WALL

2 1/4"

FASTEN AS REQUIRED BY
SPECIFICATIONS - TYP.
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WALL BRACKET EQUALLY SPACE at
2' - 9" ON CENTER

MOUNTING WITH B-TYPE
BACKER PLATE WITH
ANCHOR TO STUD OR SOLID
BLOCKING.
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.R 2 
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 - 

1 
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4"
1'

 - 
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08

1 1/4" 1"

7"

VERTICAL LIGHT FIXTURE,
WHERE OCCURS -
COORDINATE WIDTH AND
MOUNTING WITH
MANUFACTURER

5/8" TYPE 'X' GYPSUM BOARD
OVER METAL STUD FRAMING

WALL TERMINATES AT
2ND AND 3RD LEVELS

RAILING AT 2ND AND
3RD LEVELS

EQ
EQ

6" METAL STUD
FRAMING

VERTICAL AND HORIZONTAL
2 1/2" METAL STUD FRAMING
FOR WALL STABILTY AND
WOOD WALL SUPPORT,

PAINT EXPOSED STEEL TO
MATCH STAIR STRINGERS

2" 2"3"

4" HIGH CONTINUOUS FIBER CANT
STRIP

RIGID INSULATION

CONCRETE CURB - REFER TO
STRUCTURAL DRAWINGS

CONCRETE TOPPING OVER METAL
DECKING

16 GAUGE GALV. FLASHING

1-1/2" CORRUGATED
PROFILE METAL PANEL
RAINSCREEN SYSTEM OVER
WATER/AIR BARRIER

WATER/AIR BARRIER
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 - 
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VA Medical Center - PHASE V,
Administration Bldg. & Education Ctr.
Addition

Miscellaneous Details 593CA2202

189 512Checker Author

NOT TO SCALE1 EXTINGUISHER CABINET ELEVATION
NOT TO SCALE2 FEC - NON-RATED WALLS

NOT TO SCALE3 FEC - RATED WALLS
 3" = 1'-0"4 EXPANSION JOINT DETAIL

 3" = 1'-0"5 FLOOR EXPANSION JOINT DETAIL

 1 1/2" = 1'-0"8 NON-RATED WALL ON CONC. CURB
 1 1/2" = 1'-0"9 2 HR WALL ON CONC. FLOOR RECESS

 3" = 1'-0"11 DETAIL AT ARCH SIGNAGE
 3" = 1'-0"12 WALL PANEL DETAIL

 3" = 1'-0"14 EXPANSION JOINT DETAIL
 3" = 1'-0"15 EXPANSION JOINT DETAIL

 3" = 1'-0"6 STAINLESS STEEL HANDRAIL

 1 1/2" = 1'-0"13 PLAN DETAIL AT HAND RAILING

1 Addendum #01 08/15/2012
2 Amendment #07 10/26/2012

 3" = 1'-0"7 PENTHOUSE CURB AT WALL
2


